
Vertical Cable Manager (AR7580, 
AR7582)—Installation

Inventory

Adjust the vertical mounting rails and 
remove all hole covers and plugs

Identify the mounting slots

2 6 4

190.50 mm (7.50 in) minimum
273.05 mm (10.75 in) recommended

TOP VIEW
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NetShelter 42 U Installation
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NetShelter 48 U Installation
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Customer support and warranty information is available at the APC Web site, www.apc.com.

990-3315-001
02/2008

Attach the cable retainers

This manual is available in English on the APC Web site (www.apc.com).

Dieses Handbuch ist in Deutsch auf der APC Webseite (www.apc.com) verfügbar.

Este manual está disponible en español en la página web de APC (www.apc.com).

Ce manuel est disponible en français sur le site internet d’APC (www.apc.com).

Questo manuale è disponibile in italiano sul sito web di APC (www.apc.com).

本マニュアル＜各国の言語に対応する＞は APC ウェブサイト (www.apc.com) からダウンロードできま

す。

Instrukcja obslugi w jezyku polskim jest dostepna na stronie internetowej APC (www.apc.com).

Данное руководство на русском языке доступно на сайте APC (www.apc.com )

Bu kullanim klavuzunun Türkçesi APC web sayfasinda (www.apc.com) mevcuttur.

在 APC 公司的网站上 (www.apc.com) 有本手册的中文版。

Este manual está disponível em português no site da APC (www.apc.com).

ns
12

34
a

© 2008 American Power Conversion. All rights reserved. All APC trademarks are property of American Power 
Conversion. Other trademarks are property of their respective owners. *990-3315-001*

http://www.apc.com

